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provisions, policies, and procedures es-
tablished by the facility licensee for its 
fitness-for-duty program, in such a 
manner as to adversely affect his or 
her ability to safely and competently 
perform licensed duties. 

(k) Each licensee at power reactors 
shall participate in the drug and alco-
hol testing programs established pursu-
ant to 10 CFR part 26. Each licensee at 
non-power reactors shall participate in 
any drug and alcohol testing program 
that may be established for that non-
power facility. 

(l) The licensee shall comply with 
any other conditions that the Commis-
sion may impose to protect health or 
to minimize danger to life or property. 

[52 FR 9460, Mar. 25, 1987, as amended at 56 
FR 32070, July 15, 1991]

§ 55.55 Expiration. 
(a) Each operator license and senior 

operator license expires six years after 
the date of issuance, upon termination 
of employment with the facility li-
censee, or upon determination by the 
facility licensee that the licensed indi-
vidual no longer needs to maintain a li-
cense. 

(b) If a licensee files an application 
for renewal or an upgrade of an exist-
ing license on Form NRC–398 at least 30 
days before the expiration of the exist-
ing license, it does not expire until dis-
position of the application for renewal 
or for an upgraded license has been fi-
nally determined by the Commission. 
Filing by mail or telegram will be 
deemed to be complete at the time the 
application is deposited in the mail or 
with a telegraph company.

§ 55.57 Renewal of licenses. 
(a) The applicant for renewal of a li-

cense shall— 
(1) Complete and sign Form NRC–398 

and include the number of the license 
for which renewal is sought. 

(2) File an original of NRC Form 398 
with the appropriate Regional Admin-
istrator specified in § 55.5(b). 

(3) Provide written evidence of the 
applicant’s experience under the exist-
ing license and the approximate num-
ber of hours that the licensee has oper-
ated the facility. 

(4) Provide a statement by an author-
ized representative of the facility li-

censee that during the effective term 
of the current license the applicant has 
satisfactorily completed the requali-
fication program for the facility for 
which operator or senior operator li-
cense renewal is sought. 

(5) Provide evidence that the appli-
cant has discharged the license respon-
sibilities competently and safely. The 
Commission may accept as evidence of 
the applicant’s having met this re-
quirement a certificate of an author-
ized representative of the facility li-
censee or holder of an authorization by 
which the licensee has been employed. 

(6) Provide certification by the facil-
ity licensee of medical condition and 
general health on Form NRC–396, to 
comply with §§ 55.21, 55.23 and 55.27. 

(b) The license will be renewed if the 
Commission finds that— 

(1) The medical condition and the 
general health of the licensee continue 
to be such as not to cause operational 
errors that endanger public health and 
safety. The Commission will base this 
finding upon the certification by the 
facility licensee as described in § 55.23. 

(2) The licensee— 
(i) Is capable of continuing to com-

petently and safely assume licensed du-
ties; 

(ii) Has successfully completed a re-
qualification program that has been 
approved by the Commission as re-
quired by § 55.59; and 

(iii) Has passed the requalification 
examinations and annual operating 
tests as required by § 55.59. 

(3) There is a continued need for a li-
censee to operate or for a senior oper-
ator to direct operators at the facility 
designated in the application. 

(4) The past performance of the li-
censee has been satisfactory to the 
Commission. In making its finding, the 
Commission will include in its evalua-
tion information such as notices of vio-
lations or letters of reprimand in the 
licensee’s docket. 

[52 FR 9460, Mar. 25, 1987, as amended at 59 
FR 5938, Feb. 9, 1994; 68 FR 58813, Oct. 10, 
2003]

§ 55.59 Requalification. 

(a) Requalification requirements. Each 
licensee shall— 
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(1) Successfully complete a requali-
fication program developed by the fa-
cility licensee that has been approved 
by the Commission. This program shall 
be conducted for a continuous period 
not to exceed 24 months in duration. 

(2) Pass a comprehensive requalifica-
tion written examination and an an-
nual operating test. 

(i) The written examination will 
sample the items specified in §§ 55.41 
and 55.43 of this part, to the extent ap-
plicable to the facility, the licensee, 
and any limitation of the license under 
§ 55.53(c) of this part. 

(ii) The operating test will require 
the operator or senior operator to dem-
onstrate an understanding of and the 
ability to perform the actions nec-
essary to accomplish a comprehensive 
sample of items specified in § 55.45(a) (2) 
through (13) inclusive to the extent ap-
plicable to the facility. 

(iii) In lieu of the Commission ac-
cepting a certification by the facility 
licensee that the licensee has passed 
written examinations and operating 
tests administered by the facility li-
censee within its Commission-approved 
program developed by using a systems 
approach to training under paragraph 
(c) of this section, the Commission may 
administer a comprehensive requali-
fication written examination and an 
annual operating test. 

(b) Additional training. If the require-
ments of paragraphs (a) (1) and (2) of 
this section are not met, the Commis-
sion may require the licensee to com-
plete additional training and to submit 
evidence to the Commission of success-
ful completion of this training before 
returning to licensed duties. 

(c) Requalification program require-
ments. A facility licensee shall have a 
requalification program reviewed and 
approved by the Commission and shall, 
upon request consistent with the Com-
mission’s inspection program needs, 
submit to the Commission a copy of its 
comprehensive requalification written 
examinations or annual operating 
tests. The requalification program 
must meet the requirements of para-
graphs (c) (1) through (7) of this sec-
tion. In lieu of paragraphs (c) (2), (3), 
and (4) of this section, the Commission 
may approve a program developed by 
using a systems approach to training. 

(1) Schedule. The requalification pro-
gram must be conducted for a contin-
uous period not to exceed two years, 
and upon conclusion must be promptly 
followed, pursuant to a continuous 
schedule, by successive requalification 
programs. 

(2) Lectures. The requalification pro-
gram must include preplanned lectures 
on a regular and continuing basis 
throughout the license period in those 
areas where operator and senior oper-
ator written examinations and facility 
operating experience indicate that em-
phasis in scope and depth of coverage is 
needed in the following subjects: 

(i) Theory and principles of oper-
ation. 

(ii) General and specific plant oper-
ating characteristics. 

(iii) Plant instrumentation and con-
trol systems. 

(iv) Plant protection systems. 
(v) Engineered safety systems. 
(vi) Normal, abnormal, and emer-

gency operating procedures. 
(vii) Radiation control and safety. 
(viii) Technical specifications. 
(ix) Applicable portions of title 10, 

chapter I, Code of Federal Regulations. 
(3) On-the-job training. The requali-

fication program must include on-the-
job training so that— 

(i) Each licensed operator of a utili-
zation facility manipulates the plant 
controls and each licensed senior oper-
ator either manipulates the controls or 
directs the activities of individuals 
during plant control manipulations 
during the term of the licensed opera-
tor’s or senior operator’s license. For 
reactor operators and senior operators, 
these manipulations must consist of 
the following control manipulations 
and plant evolutions if they are appli-
cable to the plant design. Items de-
scribed in paragraphs (c)(3)(i) (A) 
through (L) of this section must be per-
formed annually; all other items must 
be performed on a two-year cycle. How-
ever, the requalification programs 
must contain a commitment that each 
individual shall perform or participate 
in a combination of reactivity control 
manipulations based on the avail-
ability of plant equipment and sys-
tems. Those control manipulations 
which are not performed at the plant 
may be performed on a simulator. The 
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use of the Technical Specifications 
should be maximized during the simu-
lator control manipulations. Senior op-
erator licensees are credited with these 
activities if they direct control manip-
ulations as they are performed. 

(A) Plant or reactor startups to in-
clude a range that reactivity feedback 
from nuclear heat addition is notice-
able and heatup rate is established. 

(B) Plant shutdown. 
(C) Manual control of steam genera-

tors or feedwater or both during start-
up and shutdown. 

(D) Boration or dilution during power 
operation. 

(E) Significant (≥10 percent) power 
changes in manual rod control or recir-
culation flow. 

(F) Reactor power change of 10 per-
cent or greater where load change is 
performed with load limit control or 
where flux, temperature, or speed con-
trol is on manual (for HTGR). 

(G) Loss of coolant, including— 
(1) Significant PWR steam gener-

ator leaks 
(2) Inside and outside primary con-

tainment 
(3) Large and small, including lead-

rate determination 
(4) Saturated reactor coolant re-

sponse (PWR). 
(H) Loss of instrument air (if simu-

lated plant specific). 
(I) Loss of electrical power (or de-

graded power sources). 
(J) Loss of core coolant flow/natural 

circulation. 
(K) Loss of feedwater (normal and 

emergency). 
(L) Loss of service water, if required 

for safety. 
(M) Loss of shutdown cooling. 
(N) Loss of component cooling sys-

tem or cooling to an individual compo-
nent. 

(O) Loss of normal feedwater or nor-
mal feedwater system failure. 

(P) Loss of condenser vacuum. 
(Q) Loss of protective system chan-

nel. 
(R) Mispositioned control rod or rods 

(or rod drops). 
(S) Inability to drive control rods. 
(T) Conditions requiring use of emer-

gency boration or standby liquid con-
trol system. 

(U) Fuel cladding failure or high ac-
tivity in reactor coolant or offgas. 

(V) Turbine or generator trip. 
(W) Malfunction of an automatic con-

trol system that affects reactivity. 
(X) Malfunction of reactor coolant 

pressure/volume control system. 
(Y) Reactor trip. 
(Z) Main steam line break (inside or 

outside containment). 
(AA) A nuclear instrumentation fail-

ure. 
(ii) Each licensed operator and senior 

operator has demonstrated satisfactory 
understanding of the operation of the 
apparatus and mechanisms associated 
with the control manipulations in 
paragraph (c)(3)(i) of this section, and 
knows the operating procedures in each 
area for which the operator or senior 
operator is licensed. 

(iii) Each licensed operator and sen-
ior operator is cognizant of facility de-
sign changes, procedure changes, and 
facility license changes. 

(iv) Each licensed operator and senior 
operator reviews the contents of all ab-
normal and emergency procedures on a 
regularly scheduled basis. 

(v) A simulator may be used in meet-
ing the requirements of paragraphs (c) 
(3)(i) and (3)(ii) of this section, if it re-
produces the general operating charac-
teristics of the facility involved and 
the arrangement of the instrumenta-
tion and controls of the simulator is 
similar to that of the facility involved. 
If the simulator or simulation device is 
used to administer operating tests for a 
facility, as provided in § 55.45(b)(1), the 
device approved to meet the require-
ments of § 55.45(b)(1) must be used for 
credit to be given for meeting the re-
quirements of paragraphs (c)(3)(i) (G 
through AA) of this section. 

(4) Evaluation. The requalification 
program must include— 

(i) Comprehensive requalification 
written examinations and annual oper-
ating tests which determine areas in 
which retraining is needed to upgrade 
licensed operator and senior operator 
knowledge. 

(ii) Written examinations which de-
termine licensed operators’ and senior 
operators’ knowledge of subjects cov-
ered in the requalification program and 
provide a basis for evaluating their 
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knowledge of abnormal and emergency 
procedures. 

(iii) Systematic observation and 
evaluation of the performance and 
competency of licensed operators and 
senior operators by supervisors and/or 
training staff members, including eval-
uation of actions taken or to be taken 
during actual or simulated abnormal 
and emergency procedures. 

(iv) Simulation of emergency or ab-
normal conditions that may be accom-
plished by using the control panel of 
the facility involved or by using a sim-
ulator. When the control panel of the 
facility is used for simulation, the ac-
tions taken or to be taken for the 
emergency or abnormal condition shall 
be discussed; actual manipulation of 
the plant controls is not required. If a 
simulator is used in meeting the re-
quirements of paragraph (c)(4)(iii) of 
this section, it must accurately repro-
duce the operating characteristics of 
the facility involved and the arrange-
ment of the instrumentation and con-
trols of the simulator must closely par-
allel that of the facility involved. After 
the provisions of § 55.46 have been im-
plemented at a facility, the Commis-
sion approved or plant-referenced sim-
ulator must be used to comply with 
this paragraph. 

(v) Provisions for each licensed oper-
ator and senior operator to participate 
in an accelerated requalification pro-
gram where performance evaluations 
conducted pursuant to paragraphs 
(c)(4) (i) through (iv) of this section 
clearly indicated the need. 

(5) Records. The requalification pro-
gram documentation must include the 
following: 

(i) The facility licensee shall main-
tain records documenting the partici-
pation of each licensed operator and 
senior operator in the requalification 
program. The records must contain 
copies of written examinations admin-
istered, the answers given by the li-
censee, and the results of evaluations 
and documentation of operating tests 
and of any additional training adminis-
tered in areas in which an operator or 
senior operator has exhibited defi-
ciencies. The facility licensee shall re-

tain these records until the operator’s 
or senior operator’s license is renewed. 

(ii) Each record required by this part 
must be legible throughout the reten-
tion period specified by each Commis-
sion regulation. The record may be the 
original or a reproduced copy or a 
microform provided that the copy or 
microform is authenticated by author-
ized personnel and that the microform 
is capable of producing a clear copy 
throughout the required retention pe-
riod. 

(iii) If there is a conflict between the 
Commission’s regulations in this part, 
and any license condition, or other 
written Commission approval or au-
thorization pertaining to the retention 
period for the same type of record, the 
retention period specified for these 
records by the regulations in this part 
apply unless the Commission, pursuant 
to § 55.11, grants a specific exemption 
from this record retention require-
ment. 

(6) Alternative training programs. The 
requirements of this section may be 
met by requalification programs con-
ducted by persons other than the facil-
ity licensee if the requalification pro-
grams are similar to the program de-
scribed in paragraphs (c) (1) through (5) 
of this section and the alternative pro-
gram has been approved by the Com-
mission. 

(7) Applicability to research and test re-
actor facilities. To accommodate spe-
cialized modes of operation and dif-
ferences in control, equipment, and op-
erator skills and knowledge, the re-
qualification program for each licensed 
operator and senior operator of a re-
search reactor or test reactor facility 
must conform generally but need not 
be identical to the requalification pro-
gram outlined in paragraphs (c) (1) 
through (6) of this section. Significant 
deviations from the requirements of 
paragraphs (c) (1) through (6) of this 
section will be permitted only if sup-
ported by written justification and ap-
proved by the Commission. 

[52 FR 9460, Mar. 25, 1987, as amended at 59 
FR 5938, Feb. 9, 1994; 66 FR 52668, Oct. 17, 
2001]
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